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CONSTRUCTION DETAILS ITEM DESCRIPTION QUANTITY
CURISH AND INSTALL 40" LIGHT STRUCTURE ON BREAK AYAY 8002  FURNISH AND INSTALL CONCRETE FOR LIGHT FOUNDATION 2.1 CY.
T-BASE WITH 250 WATT HIGH PRESSURE SODIUM LAMP. LUMINAIRE N .
AND PHOTOCELL ON 15’ BRACKET ARM» FULL CUT OFF LUMINAIRE. 8005 E§§ﬁ§SHW?§§ INSTALL NO. & AHG STRANDED BARE COPPER 60 L.F.
2-ONE CONDUCTOR NO. 10 AWG FROM BASE OF POLE TO LUMINAIRE
FURNISH AND INSTALL ONE-2 CONDUCTGR NO. 12 AWG TRAY 8006 Egigé§§_§§?Né§§gALL 37 SCHEDULE 80 RIGID PVC 10 L.F.
CABLE IN 3“ SCHEDULE 80 P.V.C. CONDUIT-TRENCHED WITH Ak
NO. 6 AWG STRANDARD BARE COPPER GROUND WIRE 8011 FURNISH AND INSTALL SERVICE PEDESTAL - METERED 1 EA.
FURNISH AND INSTALL SERVICE PEDESTAL 100 AMP 8012 FURNISH AND INSTALL BREAKAWAY BASE SUPPORT 1 EA.
FURNISH AND INSTALL GROUND ROD —3” DIAMETER X 10° LENGTH SYSTEM FOR LIGHTING STRUCTURE
FURNISH AND INSTALL ONE-3 CONDUCTOR NO.4 AWG. Buta SR A N A e F o TING STRUCTLRE = T EA:
TYPE THWN/THHN, 600V CABLE IN 3” SCHEDULE 80 P.V.C. CONDUIT ‘
8016 FURNISH AND INSTALL 250 WATT HIGH 1 EA.
PRESSURE SODIUM LAMP, LUMINAIRE AND PHOTOCELL
8016 FURNISH AND INSTALL ELECTRICAL CABLE~1 CONDUCTOR 50 L.F.
NO. 10 AWG TYPE THWN/THHN, 600V
8019 FURNISH AND INSTALL ELECTRICAL CABLE - 2 CONDUCTOR 100 L.F.
(ND. 12 AWG TRAY CABLE)
8021 FURNISH AND INSTALL CONNECTOR KIT - TYPE 2 2 EA.
8024 FURNISH AND INSTALL GROUND ROD =34 DIAMETER 4 EA.

X 10" LENGTH

8600 FURNISH AND INSTALL ONE~3 CONDUCTOR NO. 4 AWG, TYPE 20 L.F.
THWN/ THHN, 600V
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